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CERTIFICATE FOR CHINA COMPULSORY PRODUCT CERTIFICATION

CERTIFICATE NO.: 2021322310004187

NAME AND ADDRESS OF THE APPLICANT
Eltherm (Shanghai) Company Limited
Room1501, No.488 Yaohua Road Pudong New Area, Shanghai China

NAME AND ADDRESS OF THE MANUFACTURER
eltherm production GmbH
Ernst-Heinkel-Str. 6-10, 57299 Burbach, Germany

NAME AND ADDRESS OF THE FACTORY
eltherm production GmbH
Ernst-Heinkel-Str. 6-10, 57299 Burbach, Germany

NAME, SERIES, MODEL AND SPECIFICATION
Splice & Termination Device
Ex-It-L and Ex-It-S

THE STANDARDS AND TECHNICAL REQUIREMENTS FOR THE PRODUCTS
GB/T 3836.1-2021. GB/T 3836.3-2021. GB/T 3836.9-2021. GB/T 3836.31-2021

This is to certify that the above-mentioned product(s)complies with the requirements of
implementation rules for compulsory certification (CNCA-C23-01:2024).
Issue date:2026-08-04 Valid until:2031-08-03

Date of initial issue:2021-08-12
Type of Certification: Type test + Initial inspection + Surveillance inspection

The certificate details and validity can be verified by scanning the QR code below or logging into the
issuing authority’s official website. It can also be inquired on the CNCA website (www.cnca.gov.cn).

(In case of dispute, the Chinese text shall prevail.)

siTii/ls

Worldwide Access

APPROVAL; Zﬁiﬁ\f

Shanghai Inspection and Testing Institute of Instruments and Autom

oF
§
=

,/

iy ——
hitp:/ /www sitiias.com.cn 103 Cao Bao Road, Shanghai 200233,China Tel: +86 21 64518419



/A £

gy

2K 5 il 14 7 dn A UEUE

i % 2021322310004187
EFHR: F1A EIR

JESh AR
FRAe KoK B
R Z A .

Ex-It-L #= Ex-It-S

% AT &
Ex-It-L: Exebmb I C T6 Gb, Extb IIC T80°C Db;
Ex-1t-S: Exeb I C T6 Gb, Extb IIC T80°C Db

WA S
B E: 100~277V AC, % : 4W(Ex-It-L)

KRS T:
2023S17402-011675, 2021S17402-005676

VLl S
7k (TRH) 12 & 4

1) £ RFREEE: -20°C~+55°C

2) 2B IR A K

3) BT F AL T LR,

4) RAE4E A eltherm 4 5) 8 EL-EOL 89 % & ,

SiTiAS # #. Bk

LB NURBERSG QI E RA

http://www sitiias.com.cn [ e b e 7 52 #5103 5200233 HLTE: +86 21 64518419




	Ex-It-L and Ex-It-S-CCC-2021322310004187-2026_1
	Ex-It-L and Ex-It-S-CCC-2021322310004187-2026_2
	Ex-It-L and Ex-It-S-CCC-2021322310004187-2026_3



